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INTRODUCTION 
 
Operating Permit Number P066R1 is issued by the Air Quality Bureau of the New Mexico 
Environment Department ("Department") to Chino Mines Company pursuant to the federal Clean 
Air Act ("federal Act"), the New Mexico Air Quality Control Act ("state Act") and regulations 
adopted pursuant to the state and federal Acts, including Title 20, New Mexico Administrative 
Code, Chapter 2, Part 70 (20.2.70 NMAC) - Operating Permits. This permit authorizes the operation 
of this facility located at UTM Zone 12, UTMH 772.0 km UTMV 3620.0 km, near Hurley, New 
Mexico in Grant County. 
 
This permit is valid only for the named permittee, owner, and operator.  A permit modification is 
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required to change any of those entities.  This facility is a support facility for mining operations.  The 
major processes associated with the facility are power generation, copper ore mining, copper ore 
concentration, and concentrated ore storage and transportation via conveyors and rail. 
 
This renewal consists of removal of all equipment associated with the former Hurley smelter, 
combining the remaining Hurley Facility operations (power plant and filter plant, NSR 0376M5R4, 
R3, R2, R1, M4, M3, M2) and the Ivanhoe Concentrator (NSR 0298M3 & M4R1, M4R2) into this 
permit. 
 
The term of this permit is five (5) years.  It will expire five years from the date of issuance, pursuant 
to 20.2.70.302.B NMAC.  Application for renewal of this permit is due twelve (12) months prior to 
the date of expiration, pursuant to 20.2.70.300.B.2 NMAC. 
 
Pursuant to 20.2.70.302.A.1 NMAC, the Department specifies with this permit, terms and conditions 
upon the operation of this facility to assure compliance with all applicable requirements, as defined 
in 20.2.70 NMAC at the time this permit is issued.  
 
Pursuant to the New Mexico Air Quality Control Act NMSA 1978, Chapter 74, Article 2, all terms 
and conditions in this permit, including any provisions designed to limit this facility's potential to 
emit, are enforceable by the Department.  Pursuant to 20.2.70.302.A.5 NMAC, all terms and 
conditions are enforceable by the Administrator of the United States Environmental Protection 
Agency ("EPA") and citizens under the federal Act, unless the term or condition is specifically 
designated in this permit as not being enforceable under the federal Act.   
 

PERMIT SHIELD 
 
Pursuant to 20.2.70.302.J NMAC, compliance with the conditions of this permit shall be deemed to 
be compliance with any applicable requirements existing as of the date of permit issuance and 
identified in Table A.1 of Appendix A. The requirements in Table A.1 are applicable to this facility 
with specific requirements identified for individual emission units.   
 
The Department has determined that the requirements in Table A.2 of Appendix A as identified in 
the permit application are not applicable to this source, or they do not impose any conditions in this 
permit. 

 
This permit shield does not extend to administrative amendments, to minor permit modifications, to 
changes made under Section 502(b)(10) of the federal Act, or to permit terms for which notice has 
been given to reopen or revoke all or part. 
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TOTAL POTENTIAL EMISSIONS 
 
The total potential emissions from this facility, excluding insignificant or trivial activities, are shown 
in the following table.  Emission limitations for individual units are shown in section 3.2. 
 
Table 1, Total Potential Criteria Pollutant Emissions from Entire Facility (for information 
only, not an enforceable condition): 
Pollutant Emissions (tons per year) 

Nitrogen Oxides (NOx) 185.5 

Carbon Monoxide (CO) 93.3 

Volatile Organic Compounds (VOC) 15.1 

Sulfur Dioxide (SO2) 1.9 

Particulate Matter (total suspended) 62.0 

Particulate Matter (10 microns or less) 48.5 
 
Table 2, Total Potential HAPS that exceed 0.5 ton per year (for information only, not an 
enforceable condition): 
Pollutant Emissions (tons per year) 
None greater than 0.5 tpy  

 

PERMIT TERMS AND CONDITIONS  
1.0  GENERAL CONDITIONS  
1.1 The following permit terms and conditions are placed upon the permittee in accordance with 
20.2.70.301.B NMAC and 20.2.70.302.A.2 NMAC. 
 
1.1.1  The permittee shall abide by all terms and conditions of this permit, except as allowed under 
Section 502(b)(10) of the federal Act, and 20.2.70.302.H.1 NMAC.  Any permit noncompliance is 
grounds for enforcement action, and significant or repetitious noncompliance may result in 
termination of this permit.  Additionally, noncompliance with federally enforceable conditions of 
this permit constitutes a violation of the federal Act.   
 
1.1.2  It shall not be a defense for the permittee in an enforcement action to claim that it would have 
been necessary to halt or reduce the permitted activity in order to maintain compliance with the 
conditions of this permit. 
 
1.1.3  If the Department determines that cause exists to modify, reopen and revise, revoke and 
reissue, or terminate this permit, this shall be done in accordance with 20.2.70.405 NMAC. 
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1.1.4  The permittee shall furnish any information the Department requests in writing to determine if 
cause exists for reopening and revising, revoking and reissuing, or terminating the permit, or to 
determine compliance with the permit.  This information shall be furnished within the time period 
specified by the Department.  Additionally, the permittee shall furnish, upon request by the 
Department, copies of records required by the permit to be maintained by the permittee.  
 
1.1.5  A request by the permittee that this permit be modified, revoked and reissued, or terminated, 
or a notification by the permittee of planned changes or anticipated noncompliance, shall not stay 
any conditions of this permit. 
 
1.1.6  This permit does not convey property rights of any sort, or any exclusive privilege. 
 
1.1.7  In the case where an applicant or permittee has submitted information to the Department under 
a claim of confidentiality, the Department may also require the applicant or permittee to submit a 
copy of such information directly to the Administrator of the EPA. 
 
1.2  The issuance of this permit, or the filing or approval of a compliance plan, does not relieve the 
permittee from civil or criminal liability for failure to comply with the state or federal Acts, or any 
applicable state or federal regulation or law.  This condition is pursuant to 20.2.70.302.A.6 NMAC 
and the New Mexico Air Quality Control Act NMSA 1978, Chapter 74, Article 2.  
 
1.3  If any part of this permit is challenged or held invalid, the remainder of the permit terms and 
conditions are not affected and the permittee shall continue to abide by them.  This condition is 
pursuant to 20.2.70.302.A.1.d NMAC. 
 
1.4  The permittee shall pay fees to the Department consistent with the fee schedule in 20.2.71 
NMAC - Operating Permit Emission Fees.  The fees will be assessed and invoiced separately from 
this permit.  This condition is pursuant to 20.2.70.302.A.1.e NMAC. 
 
1.5  A responsible official (as defined in 20.2.70 NMAC) shall certify the accuracy, truth and 
completeness of every report and compliance certification submitted to the Department as required 
by this permit.  These certifications shall be part of each document.  This condition is pursuant to 
20.2.70.300.E NMAC. 
 
1.6  Revocation or termination of this permit by the Department terminates the permittee's right to 
operate this facility.  This condition is pursuant to 20.2.70.201.B NMAC. 
 
1.7  The permittee shall submit an emissions inventory for this facility annually. The emissions 
inventory shall be submitted by the later of April 1 or within 90 days after the Department makes 
such request.  This condition is pursuant to 20.2.73 NMAC and 20.2.70.302.A.1 NMAC. 
 
1.8  The source will continue to comply with all applicable requirements.  For applicable 
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requirements that will become effective during the term of the permit, the source will meet such 
requirements on a timely basis.  This condition is pursuant to sections 300.D.11.c and 302.G.3 of 
20.2.70 NMAC. 
 
1.9  Compliance with this operating permit is sufficient to comply with all NSR permits listed in 
Table A.1. This condition is pursuant to 20.2.70.302.A.1 NMAC.  
 
 
2.0  FACILITY INFORMATION   
The following conditions are placed upon the permittee pursuant to 20.2.70.302.A.7 NMAC and 
NSR Permits 0376M5R4, R3, R2, R1, M4, M3, and M2; 0298M3, M4R1, and M4R2. 
 
2.1  All of the process equipment authorized for this facility is listed in the table(s) shown below 
(emission units that were identified as insignificant or trivial, and equipment not regulated pursuant 
to the Act are not included):   
 
Table 2.1, Power Plant and Filter Plant: 
Emission Unit 
No. Equipment Type Equipment Manufacturer 

& Model 
Serial 
Number 

F-1-1-4.1 Conveyor N/A N/A 
F-1-1-4.2 Conveyor N/A N/A 
F-1-1-4.3 Conveyor N/A N/A 
F-1-1-4.4 Conveyor N/A N/A 
F-1-1-4.5 Conveyor N/A N/A 
F-1-3-2 Loading/Unloading Rack N/A N/A 

F-2-1-1.4 455 MMBtu/hr, 37.5MW, Gas 
Turbine 

Westinghouse, Model W251 
B12 TBD 

F-2-1-1.5 
Heat Recovery Steam Generator 

w/ 48.8 MMBtu/hr Gas-Fired 
Duct Burner 

Nooter/Ericksen, Model TBD TBD 

Misc Fugitives-
all areas Fugitives N/A N/A 

N/A means Not Applicable; TBD means To Be Determined. 
 
Table 2.1.1, Regulated Equipment for the Ivanhoe Concentrator 

Unit # Description Capacity Construction date

IC-01 Molybdenum heater treater (electric heat, w/ 
wet scrubber) N/A Prior to 1994 

CV-01A Coarse ore stockpile conveyer, flight #1 3750 TPH Prior to 1994 
CV-01B Coarse ore stockpile conveyer, flight #2 3750 TPH Prior to 1994 
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Unit # Description Capacity Construction date
PC-01 Primary Crusher 3360 TPH Prior to 1994 

CTS-01 Conveyer Transfer System and associated 
controls (enclosed) 3360 TPH Prior to 1994 

CV-01C Coarse Ore Conveyer Transfer 3360 TPH Prior to 1994 
SAG-F1 SAG Mill Feeders 3300 TPH Prior to 1994 

LUS-01 Lime Unloading System and associated 
controls (wet scrubber)  45.4 TPH Prior to 1994 

LHS-01 Lime Handling System and associated 
controls (wet scrubber)  45.4 TPH Prior to 1994 

PCB H-01 Primary crusher baghouse NA Prior to 1994 
 
 
2.2  All the pollution control equipment required for this facility is listed in the table shown 
below.  Each emission point is identified by the same number that was assigned to it in the 
permit application:   
 
Table 2.2, Emission Control Equipment: 

Control 
Unit No. Control Equipment Type Control Equipment Mfg & model 

(or equivalent) 
Control For 
Unit(s) 

N/A Filter Plant - Conveyor 
Belts 

Covered Belts with High moisture 
Concentrate 

F-1-1-4.1 thru 
F-1-1-4.5 

PCB H-01 Concentrator - Primary 
Crusher Baghouse Ecolaire #625-4 PC-01 

N/A Concentrator - Moly Heat 
Treater Wet Scrubber Ducon, Model TBD Moly Heat 

Treater 

LUS-01 
Concentrator - Lime 
Unloading System Wet 
Scrubber 

Emtrol, Model TBD LUS-01 

LHS-01 
Concentrator - Lime 
Handling System Wet 
Scrubber 

Emtrol, Model TBD LHS-01 

 
This control equipment is located within the facility at the following places and serves the 
following functions:  particulate emissions are controlled through out the entire operation by 
covered conveyor belts. 
 
 
3.0  REQUIREMENTS FOR INDIVIDUAL EMISSIONS UNITS  
 
Information regarding applicable requirements, emission limits, operational limitations and 
requirements, work practices, and monitoring, testing and recordkeeping requirements is 
provided below for each emissions unit or set of similar units. 
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3.1  Applicable Requirements 
All applicable requirements for this facility are listed in Appendix A, Table A.1. This condition 
is pursuant to 20.2.70.302.A.1 NMAC.  
 
3.2  Emissions Limits 
Table 3.2 lists the emission units, and their allowable emission limits.  This condition is pursuant 
to 40CFR50, Paragraphs 1, 7 and 8 of 20.2.70.302.A NMAC and NSR Permits 0376M2, M4 and 
0298M3. 
 
Table 3.2: Maximum Allowable Non-Fugitive Emission Rates in lb/hr and ton/y* 

Emission 
Unit No. 

NOx 
lb/hr 

NOx 

tons/y 
CO 

lb/hr 
CO 

tons/y 
VOC 
lb/hr 

VOC 
tons/y 

TSP 
lb/hr 

TSP 
tons/y 

PM10 

lb/hr 
PM10 
tons/y 

SO 

lb/hr 
SO2 

tons/y 

F-2-1-1.4 39.9 175 20.0 87.4 2.8 12.4 2.3 10.0 2.3 10.0 0.4 1.8 

F-2-1-1.5 42.3 185.5 21.3 93.3 3.4 15.1 2.6 11.3 2.6 11.3 0.43 1.92 
IC-01       1.1 4.3 1.1 4.3   

PCB H-01       2.2 9.6 1.0 4.5   
CTS-01       0.7 0.2 0.3 0.1   
SAG F1       0.7 0.2 0.3 0.1   
LUS-01       .032 .014 .032 .014   
LSH-01       .001 .0001 .001 .0001   

Total 
Allowables** 

 185.5  93.3  15.1  25.6  20.3 
 

1.9 

* Pounds per hour/tons per year 
** Total Allowables are for information, not enforceable conditions, and used to determine 
annual Operating Fees. 
*** Emission Limits for F-2-1-1.5 represent the combined total emissions of units F-2-1-1.4 and F-
2-1-1.5. 
 
Table 3.2.1 Performance Standards for Ivanhoe Concentrator Equipment 

Unit Grain Loading Opacity 

Molybdenum heater treater (electric heat, 
w/ wet scrubber) 0.022 g/dscf NA 

PCB H-01 (Primary crusher baghouse) 0.022 g/dscf 7% 

(CTS-01) Conveyer Transfer systems NA/NA 10% 

SAG-F1 Mill Feeders NA/NA 10% 

 
3.2.1  Nitrogen Dioxide Emissions for Turbines: To comply with NSPS Subpart GG, the exhaust 
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gases to the atmosphere from the turbine shall not contain nitrogen oxides (NOx) in excess of 
184 parts per million by volume at 15 percent oxygen on a dry basis.  Nitrogen oxide emissions 
include all oxides of nitrogen expressed as NO2. This condition was brought forward from NSR 
Permit 376M4, Condition 2.g. 
 
3.2.2  Sulfur Dioxide Emissions for Turbines: To comply with NSPS Subpart GG, the exhaust 
gases to the atmosphere from the turbine shall not contain sulfur dioxide in excess of 0.015 
percent by volume at 15 percent oxygen and on a dry basis, or the fuel burned in the turbine shall 
not contain sulfur in excess of 0.8 percent by weight. This condition was brought forward from 
NSR Permit 376M4, Condition 2.h. 
 
3.3  Operational Requirements 
This condition is pursuant to Paragraphs 1, 7 and 8 of 20.2.70.302.A NMAC. 
 
3.3.1  At the Ivanhoe Concentrator, the production rate of the concentrating circuit shall not 
exceed an annual average of 60,000 tons per day.  The maximum single hourly production rate 
through the concentrator circuit shall not exceed 3,300 tons per hour.  The maximum daily 
throughput for the crusher system shall not exceed 80,640 tons per day.  This condition was 
brought forward from NSR 0298M3, Condition 1.c. 
 
3.3.2  The Ivanhoe Concentrator operation is authorized to operate 24 hours per day, 7 days per 
week, and 52 weeks per year for a total of 8,760 hours per year.  This condition was brought 
forward from NSR 0298M3, Condition 1.d. 
 
3.4  Emissions Monitoring and Testing Requirements  
The conditions of Section 3.4 are pursuant to 20.2.70.302.C NMAC and NSR Permits 0376M4 
and 0298M3. 
 
3.4.1  General Monitoring Requirements  
 
3.4.1.1  The following monitoring and/or testing requirements shall be used to determine 
compliance with applicable requirements and emission limits. Any sampling, whether by 
portable analyzer or EPA reference method, that measures an emission rate over the applicable 
averaging period greater than an emission limit in this permit constitutes noncompliance with 
this permit. The Department may require, at its discretion, additional tests pursuant to EPA 
Reference Methods at any time, including when sampling by portable analyzer measures an 
emission rate greater than an emission limit in this permit; but such requirement shall not be 
construed as a determination that the sampling by portable analyzer does not establish 
noncompliance with this permit and shall not stay enforcement of such noncompliance based on 
the sampling by portable analyzer. 
 
3.4.1.2  If the emission unit is shutdown at the time when periodic monitoring is due to be 
accomplished, the permittee is not required to restart the unit for the sole purpose of performing 
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the monitoring.  Using electronic or written mail, the permittee shall notify the Department’s 
Enforcement Section of a delay in emission tests prior to the deadline for accomplishing the 
tests. Upon recommencing operation, the permittee shall submit any pertinent pre-test 
notification requirements set forth in the current version of the Department’s Standard Operating 
Procedures For Use Of Portable Analyzers in Performance Test, and shall accomplish the 
monitoring. 
 
3.4.1.3  The requirement for monitoring during any monitoring period is based on the percentage 
of time that the unit has operated as follows: 
 
3.4.1.3.1  If the emission unit has operated for more than 25% of a monitoring period, then the 
permittee shall conduct monitoring during that period.  
 
3.4.1.3.2  If the emission unit has operated for 25% or less of a monitoring period then the 
monitoring is not required. After two successive periods without monitoring, the permittee shall 
conduct monitoring during the next period regardless of the time operated during that period, 
except that for any monitoring period in which a unit has operated for less than 10% of the 
monitoring period, the period will not be considered as one of the two successive periods. 
 
3.4.1.3.3  A minimum of one of each type of monitoring activity shall be conducted during the 
five-year term of this permit. 
 
3.4.1.4  The permittee is not required to report a deviation for any monitoring or testing in 
section 3.4.2 if the deviation was authorized in the General Monitoring Requirements section 
3.4.1. 
 
3.4.1.5  For all periodic monitoring events, except when a federal or state regulation is more 
stringent, three test runs shall be conducted at 90% or greater of the full normal load as stated in 
this permit, or in the permit application if not in the permit, and at additional loads when 
requested by the Department.  If the 90% load cannot be achieved, the monitoring will be 
conducted at the maximum achievable load under prevailing operating conditions except when a 
federal or state regulation requires more restrictive test conditions. The load and the parameters 
used to calculate it shall be recorded to document operating conditions and shall be included 
with the monitoring report that is required to be furnished to the Department.   
 
3.4.1.6  When requested by the Department, the permittee shall provide schedules of testing and 
monitoring activities. Compliance tests from previous NSR and Title V permits may be re-
imposed if it is deemed necessary by the Department to determine whether the source is in 
compliance with applicable regulations or permit conditions. 
 
3.4.1.7  Monitoring shall become effective 120 days after the date of permit issuance if the 
monitoring is new or in addition to monitoring imposed by an existing applicable requirement.  
Any pre-existing monitoring requirements incorporated in this permit shall continue to be in 
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force from the date of permit issuance. 
 
3.4.1.8  Startup, Shutdown and Malfunction Conditions:  For operations and equipment subject 
to 40CFR60, excess emissions, or operations under startup, shutdown, or malfunction shall be 
addressed in accordance with the requirements of 40CFR60.7(c) or 40CFR60.8(c), as 
appropriate.  This condition is pursuant to 20.2.70.302.A.1 NMAC. 
 
3.4.2  Unit Specific Monitoring Requirements:  The following table lists emission units and their 
required monitoring.  Descriptions of required monitoring follow the table.   
 
Table 3.4.2, Required Monitoring 

Emission unit 
Nos. 

Parameters 
To Monitor To Comply With Monitoring Required Monitoring 

Conditions 

F-2-1-1.4 and F-
2-1-1.5 

Visible emissions 20.2.61 NMAC Opacity 3.4.2.1 

Monitoring for Turbines 

F-2-1-1.4 Maintenance and 
Repair Activities 

Emission Limits 
specified in Table 

3.2 
Maintenance and Repair 3.4.2.2 

F-2-1-1.4 NOx, and SO2 

40 CFR 60.330, 
Subpart GG and 

general provisions 
in Subpart A 

Specific requirements of 
40 CFR 60.330, Subpart 

GG and general 
provisions in Subpart A 

3.4.2.3 

F-2-1-1.4 Fuel Sulfur 
concentration 

40CFR60 Subpart 
GG, and NSR 

376M4, Condition 
3.d. 

Custom Fuel Monitoring 
Schedule Attachment A 
to NSR Permit 376M4 
or Fuel Monitoring per 
40 CFR 60, Subpart GG 

3.4.2.4 

F-2-1-1.5 Fuel Usage NSR 376M4, 
Condition 3.e. 

Meter fuel usage and 
record daily. 

3.4.2.5 

Monitoring for Ivanhoe Concentrator 

IC-01, CV-01A, 
CV-01B, PC-01, 

CTS-01, CV-01C, 
SAG-F1, LUS-01, 
LHS-01, & PCB 

H-01 

TSP and PM10 

40CFR60 Subpart 
LL, and NSR 

298M3, Condition 
2.b. 

Pressure drop across wet 
scrubbers; liquid flow 
rate for wet scrubbers 

3.4.2.6 

Note: The numbering of conditions in this table are in the same sequence for the next three major 
Sections of the permit: Monitoring, Recordkeeping, and Reporting. 
 
3.4.2.1  Opacity Monitoring (For Units F-2-1-1.4 and F-2-1-1.5): Use of pipeline quality natural 



Permit No: P066R1 Page: 11 of 23 
 
 
gas fuel or natural gas liquids constitutes compliance with 20.2.61 NMAC unless opacity 
exceeds 20%.  At such time as fuel other than pipeline quality natural gas or natural gas liquids 
is used, opacity shall be measured in accordance with the procedures at 40CFR60, Appendix A, 
Method 9. Opacity measurements shall continue on a quarterly basis per calendar year for each 
effected unit until such time as pipeline quality natural gas or natural gas liquids are used. 
 
3.4.2.1.1 Pipeline quality natural gas is defined as a naturally occurring fluid mixture of 
hydrocarbons that contains 20.0 grains or less of total sulfur per 100 standard cubic feet (scf) and 
is either composed of at least 70% methane by volume or has a gross calorific value between 950 
and 1100 Btu per standard cubic foot. 
 
3.4.2.1.2  For the purposes of Condition 3.4.2.1 of this permit, “natural gas liquids” means those 
substances meeting the definition in 40 CFR 60.631. 
 
3.4.2.2  Maintenance and Repair Monitoring (For Turbine, Unit F-2-1-1.4):  Maintenance and 
repair shall meet the minimum manufacturer's or permittee's recommended maintenance 
schedule. Maintenance and repair activities that involve adjustment, replacement, or repair of 
functional components with the potential to affect operation of an emission unit shall be 
documented as they occur for the following events. 
 

a)  Routine Maintenance that takes a unit out of service for more than two hours during any 
twenty-four hour period. 
 
b)  Unscheduled repairs that require a unit to be taken out of service for more than two hours 
in any twenty-four hour period. 

 
3.4.2.3 Monitoring Requirements (For Turbine, Unit F-2-1-1.4): 
This condition was brought forward from NSR Permit 0376M4, Condition 3.a, 3.b, and 3.c. 
 

a)  A continuous emissions monitoring system (CEMS) shall be installed and operated to 
measure the oxides of nitrogen (NOX) and oxygen (O2) concentrations (ppmv) in the exhaust 
gas of the turbine (Unit F-2-1-1.4) and HRSG (Unit F-2-1-1.5).  Monitoring for the turbine 
and HRSG shall meet the requirements of 40 CFR, Part 60, Section 60.13 – Monitoring 
requirements. 
 
The CEMS shall obtain a reading of the NOx and O2 concentrations at least once every 
fifteen (15) minutes.  A flow measurement device shall be installed to accurately measure the 
exhaust flow rates at various load rates during performance testing.  This shall be achieved 
by: 
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• a pitot tube, or 
• multiple pitot tubes, as necessary, or 
• EPA Reference Method 19 to determine exhaust flow, or 
• an equivalent flow measurement device 

 
The output of the CEMS shall be (1) in ppmv of NOx and %O2 at actual stack conditions 
and (2) in pounds per hour (pph) of NOx. 
 
The CEMS shall be installed, certified and tested in accordance with NSR Permit 376M4, 
Condition 6.  Certification for the NOx monitor shall be done according to 40 CFR 60, 
Appendix B, Performance Specification 2 and for the O2 monitor according to 40 CFR 60, 
Appendix B, Performance Specification 3. 

 
b)  All required continuous emissions monitoring equipment shall have a minimum data 
capture rate of ninety percent (90%) per calendar month. The data capture rate is defined as 
the amount of time the equipment generates the required data divided by the time the unit is 
in operation. The 10% non-capture residual is intended for periods of malfunction, 
calibration, or adjustment. 
 
c)  In the event that the 90% data capture rate cannot be met due to analyzer malfunction, an 
emission factor derived from the initial compliance test, along with fuel flow data, may be 
used to measure NOx emissions from the turbine and HSRG upon approval from the 
Department. 

 
3.4.2.4 To comply with the fuel monitoring requirements of NSPS Subpart GG, the permittee 
may use the custom fuel monitoring schedule contained in Attachment A.  However, if the 
conditions of the custom schedule cannot be met, the permittee shall revert to the fuel monitoring 
requirements of NSPS Subpart GG, 60.334(h). This condition was brought forward from NSR 
Permit 0376M4, Condition 3.d. 

 
Monitoring of fuel nitrogen content shall not be required while natural gas is the only fuel 
fired in the gas turbines as per USEPA document EMTIC GD-009 (March 12, 1990). 
 
The permittee shall comply with all applicable NSPS monitoring, record keeping, and 
reporting requirements as specified in 40 CFR 60.334 - Monitoring of operations. 
 

3.4.2.5 Fuel usage by the HRSG (Unit F-2-1-1.5) duct burner shall be monitored with a fuel 
meter and recorded daily. This condition was brought forward from NSR Permit 0376M4, 
Condition 3.e. 
 
3.4.2.5.1  Measurements from the NOx CEM, initial compliance test results, and fuel usage shall 
be used to tabulate a monthly emission rate to establish a twelve (12) month rolling average for 
the NOx emissions limitation for the turbine and HRSG (Unit F-2-1-1.5) in Condition 3.2, 
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Emission Limits. This condition was brought forward from NSR Permit 0376M4, Condition 3.k. 
 
3.4.2.6 Monitoring for 40CFR60, Subpart LL Compliance (Ivanhoe Facility): Any facility 
regulated by this permit, using a wet scrubber, shall be equipped with pressure gauges to 
measure pressure drop across the control device.  Wet scrubbing systems shall be equipped with 
a continuous monitoring device to measure the scrubbing liquid flow rate.  Pressure gauges and 
monitoring devices shall be installed, calibrated, maintained, and operated in accordance with 
the manufacturer specifications. Compliance with this will be based on Department inspections 
of the facility to verify that instruments have been installed and of the records as set forth in 
40CFR60, Subpart LL. This condition was brought forward from NSR 0298M3, Condition 2.b. 
 
 
4.0  RECORDKEEPING 
Conditions of 4.0 are pursuant to 20.2.70.302.D NMAC. 
 
4.1 General Recordkeeping Requirements:  
Conditions of 4.1 are pursuant to 20.2.70.302.D.1 NMAC. 
 
4.1.1  All sampling and measured data required by this permit for the emissions units in this 
facility shall be recorded.  The minimum information to be included in these records is:   
 
4.1.1.1  equipment identification (include make, model and serial number for all tested 
equipment and emission controls),  
4.1.1.2  date, and time of sampling or measurements, 
4.1.1.3  date analyses were performed, 
4.1.1.4  the company or entity that performed the analyses, 
4.1.1.5  analytical or test methods used, 
4.1.1.6  results of analyses or tests, 
4.1.1.7  operating conditions existing at the time of sampling or measurement. 
 
4.1.2  The permittee shall keep copies of all monitoring and measurement data, equipment 
calibration and maintenance records, Data Acquisition and Handling System (DAHS)  if used, 
other supporting information, and reports required by this permit for at least five (5) years from 
the time the data was gathered or the reports written.  Each record shall show clearly to which 
emissions unit and/or piece of monitoring equipment it applies, and the date the data was 
gathered.  This condition is pursuant to 20.2.70.302.D.2 NMAC. 
 
4.1.3  The permittee shall keep a record describing off permit changes made at this source that 
result in emissions of a regulated air pollutant subject to an applicable requirement, but not 
otherwise regulated under this permit, and the emissions resulting from those changes.  This 
condition is pursuant to 20.2.70.302.I.2 NMAC. 
 
4.2  Unit Specific Recordkeeping Requirements: 
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Conditions are pursuant to Subsection C and Paragraph D(1) of 20.2.70.302 NMAC. 
 
4.2.1  Opacity Recordkeeping (For Units F-2-1-1.4 and F-2-1-1.5): The permittee shall record 
dates and duration of use of any fuels other than pipeline quality natural gas or natural gas 
liquids and the corresponding opacity measurements. 
 
4.2.2  Maintenance and Repair Activities Recordkeeping (For Turbine, Unit F-2-1-1.4): Records 
of maintenance and repair activities shall be maintained.  Records of maintenance and repair 
activities shall include identification of emission units and the work involved.  
 
4.2.3  40CFR60.334, Subpart GG Recordkeeping (For Turbine, Unit F-2-1-1.4):  Turbines 
subject to NSPS Subpart GG shall comply with the recordkeeping requirements of 40 CFR 
60.334 and 40 CFR 60.7  
 
4.2.4  Records of the fuel usage and hours of operation of the Westinghouse turbine (Unit F-2-1-
1.4).  This condition was brought forward from NSR Permit 0376M4, Condition 4.f. 
 
4.2.5  Records of the fuel usage and hours of operation of the Nooter/Ericksen Heat Recovery 
Steam Generator duct burner, monitored and recorded daily. This condition was brought forward 
from NSR Permit 0376M4, Condition 4.g. 
 
4.2.6  Recordkeeping for 40CFR60, Subpart LL Compliance (Ivanhoe Facility):  The permittee 
shall comply with the notification and record keeping requirements as set forth in 40CFR60, 
Subpart LL shown here:  

a) The Owner/Operator shall submit a written report of the results of the performance tests 
as specified in 40 CFR §60.8(a). 

b) The Owner/Operator shall record the measurements of change in pressure of the gas 
stream across the scrubber and scrubbing fluid flow rate weekly. 

c) The Owner/Operator shall submit semiannual reports of occurrences when the 
measurements of the scrubber pressure loss (or gain) or liquid flow rate differ by more 
than ±30 % from the average obtained from the most recent performance test. These 
reports shall be postmarked within 30 days following the end of June and December. 

 
 
5.0  REPORTING 
Conditions of 5.0 are pursuant to 20.2.70.302.E NMAC. 
 
5.1  General Reporting Requirements:  
 
5.1.1  Reports shall clearly identify the subject equipment showing the emission unit ID number 
according to the operating permit.  In addition, all instances of deviations from permit 
requirements, including those that occur during emergencies, shall be clearly identified in the 
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required reports.  Reports of all required monitoring activities for this facility shall be submitted 
to the Department on the following schedule. This condition is pursuant to 20.2.70.302.E.1 
NMAC. 
 
Table 5.1.1, Schedule of Monitoring Activity Report Submittal: 
Report for Emissions Unit Nos. Submittal Date 

F-2-1-1.4 and F-2-1-1.5, and 
Ivanhoe units identified in Table 

2.1.1 

Within 45 days following the end of every 6-month 
period following the issuance date of permit P066, July 
25, 2000. 

 
5.1.2  The permittee shall submit reports of all deviations (including emergencies) from permit 
requirements to the Department.  The permittee shall communicate initial notice of the deviation 
to the Department within twenty-four (24) hours of the start of the first business day following 
the discovery of the occurrence via telephone or facsimile.  Within ten (10) calendar days of the 
start of the first business day following the discovery of the occurrence, written notice shall be 
submitted to the Department using the Department’s Excess Emissions Form currently in use at 
time of discovery. This condition is pursuant to 20.2.70.302.E.2 NMAC. 
 
5.1.3  At such time as new units are installed as authorized by NSR permit 0376M4, 0298M3, 
0298M4R1, the permittee shall fulfill the notification requirements of condition 1 (Reporting) of 
the General Conditions in the NSR permit. 
 
5.2  Unit Specific Monitoring Reports:  
Conditions of 5.2 are pursuant to 20.2.70.302.E NMAC. 
 
5.2.1  Opacity Reporting (For Units F-2-1-1.4 and F-2-1-1.5): The permittee shall report dates 
and duration of use of any fuels other than pipeline quality natural gas or natural gas liquids and 
the corresponding opacity measurements.  
 
5.2.2  Maintenance and Repair Reporting (For Turbine, Unit F-2-1-1.4): These reports shall 
include a summary of the activities in section 4.2.2. 
 
5.2.3  40CFR60.334, Subpart GG Reporting (For Turbine, Unit F-2-1-1.4):Turbines subject to 
NSPS Subpart GG (40 CFR 60.330) shall comply with the reporting requirements of 40 CFR 
60.7. 
 
5.2.4 and 5.2.5  Fuel Usage Reporting ( For Turbine, Units F-2-1-1.4 and F-2-1-1.5): The 
permittee shall report the semi-annual results of hours of operation, and estimated emission rate 
based on fuel usage and compliance test results of the turbine (Unit F-2-1-1.4) and HSRG’s 
(Unit F-2-1-1.5) twelve (12) month rolling average NOx emission limit. This condition was 
brought forward from NSR Permit 0376M4, Condition 5.l, and revised. 
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5.2.6  Reporting for 40CFR60, Subpart LL Compliance (Ivanhoe Facility):  The permittee shall 
submit reports as required by 40CFR60, Subpart A and/or Subpart LL. This condition was 
brought forward from NSR 0298M3, Condition 9. 
 
 
6.0  COMPLIANCE 
 
6.1   The conditions of Section 6.1 are pursuant to 20.2.70.302.E.3 NMAC. The permittee shall 
submit compliance certification reports certifying the compliance status of this facility with 
respect to all permit terms and conditions, including applicable requirements. These reports shall 
be made on the current version of the Department’s Compliance Certification Report Form 
(example attached to this permit) and submitted to the Department and to EPA at least every 12 
months.  This report is due no later than 30 days after each anniversary date of the first issued 
operating permit, P066, July 25, 2000.   
 
6.1.1  For sources that have submitted air dispersion modeling that demonstrates compliance 
with state and federal ambient air quality standards, in accordance with 20.2.70.300.D.10 NMAC 
or 20.2.72.203.A.4 NMAC, compliance with the terms and conditions of this permit regarding 
source emissions and operation shall be deemed to be compliance with state and federal ambient 
air quality standards (20.2.3NMAC NMAAQS and 40CFR50 NAAQS). 
 
6.2  Conditions of 6.2 are pursuant to 20.2.70.302.G.1 NMAC. The permittee shall allow 
representatives of the Department, upon presentation of credentials and other documents as may 
be required by law, to do the following:  
 
6.2.1  enter the permittee's premises where a source or emission unit is located, or where records 
that are required by this permit to be maintained are kept, 
 
6.2.2  have access to and copy, at reasonable times, any records that are required by this permit 
to be maintained, 
 
6.2.3  inspect any facilities, equipment (including monitoring and air pollution control 
equipment), work practices or operation regulated or required under the permit, 
 
6.2.4  sample or monitor any substances or parameters for the purpose of assuring compliance 
with this permit or applicable requirements or as otherwise authorized by the federal Act. 
 
6.3  A copy of this permit shall be kept at the permitted facility and shall be made available to 
Department personnel for inspection upon request.  This condition is pursuant to 20.2.70.302.G.3 
NMAC. 
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7.0  EMERGENCIES 
Conditions of 7.0 are pursuant to 20.2.70.304 NMAC. 
 
7.1  An "emergency" means any situation arising from sudden and reasonably unforeseeable 
events beyond the control of the permittee, including acts of God, which situation requires 
immediate corrective action to restore normal operation, and that causes the source to exceed a 
technology-based emission limitation under the permit due to unavoidable increases in emissions 
attributable to the emergency.  An emergency shall not include noncompliance to the extent 
caused by improperly designed equipment, lack of preventive maintenance, or careless or 
improper operation. 
 
7.2  An emergency constitutes an affirmative defense to an action brought for noncompliance 
with technology-based emission limitations contained in this permit if the permittee has 
demonstrated through properly signed, contemporaneous operating logs, or other relevant 
evidence that: 
 

a)  An emergency occurred and that the permittee can identify the cause(s) of the 
emergency; 
 
b)  This facility was at the time being properly operated; 
 
c)  During the period of the emergency the permittee took all reasonable steps to 
minimize levels of emissions that exceeded the emission standards or other requirements 
in this permit; 
 
d)  The permittee fulfilled notification requirements under Condition 5.1.2 of this permit. 
This notice must contain a description of the emergency, any steps taken to mitigate 
emissions, and corrective actions taken. 

 
7.3  In any enforcement proceeding, the permittee seeking to establish the occurrence of an 
emergency has the burden of proof. 
 
7.4  This provision is in addition to any emergency or upset provision contained in any 
applicable requirement.  
 
 
8.0  PERMIT REOPENING AND REVOCATION 
 
8.1  This permit will be reopened and revised when any one of the following conditions occurs, 
and may be revoked and reissued when 8.1.3 or 8.1.4 occurs. Conditions of 8.1 are pursuant to 
20.2.70.405.A.1 NMAC. 
 
8.1.1  Additional requirements under the federal Act become applicable to this source three (3) 
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or more years before the expiration date of this permit.  If the effective date of the requirement is 
later than the expiration date of this permit, then the permit is not required to be reopened unless 
the original permit or any of its terms and conditions has been extended due to the Department's 
failure to take timely action on a request by the permittee to renew this permit. 
 
8.1.2  Additional requirements, including excess emissions requirements, become applicable to 
this source under Title IV of the federal Act (the acid rain program).  Upon approval by the 
Administrator, excess emissions offset plans will be incorporated into this permit. 
 
8.1.3  The Department or the Administrator determines that the permit contains a material 
mistake or that inaccurate statements were made in establishing the terms and conditions of the 
permit. 
 
8.1.4  The Department or the Administrator determines that the permit must be revised or 
revoked and reissued to assure compliance with an applicable requirement.   
 
8.2  Proceedings to reopen or revoke this permit shall affect only those parts of this permit for 
which cause to reopen or revoke exists.  Emissions units for which permit conditions have been 
revoked shall not be operated until new permit conditions have been issued for them.  This 
condition is pursuant to 20.2.70.405.A.2 NMAC. 
 
 
9.0  STRATOSPHERIC OZONE 
This condition is pursuant to 20.2.70.302.A.1 NMAC. 
 
9.1 The permittee shall comply with the following standards for recycling and emissions 
reductions pursuant to 40CFR82, Subpart F: 
 
9.1.1  Persons opening appliances for maintenance, service, repair, or disposal must comply with 
the required practices pursuant to subsection 82.156. 
 
9.1.2  Equipment used during the maintenance, service, repair, or disposal of appliances must 
comply with the standards for recycling and recovery equipment pursuant to subsection 82.158. 
 
9.1.3  Persons performing maintenance, service, repair, or disposal of appliances must be 
certified by an approved technician certification program pursuant to subsection 82.161. 
 

APPEAL PROCEDURES 
 
Any person who participated in this permitting action before the Department and who is adversely 
affected by the action taken by the Department concerning this permit, may file a petition for a 
hearing before the Environmental Improvement Board ("board").  The petition must be made in 
writing to the board within thirty (30) days from the date notice is given of the Department's action. 
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This petition must specify the portions of the permitting action to which the petitioner objects and 
certify that a copy of the petition has been mailed or hand-delivered as required by 20.2.70.403.A.2 
NMAC; a copy of the permitting action for which review is sought must be attached to the petition. 
Upon receipt of the appeal notice, the petitioner must mail or deliver a copy of the petition to the 
Department, and to the applicant or permittee if the petitioner is not the applicant/permittee. 
Requests for a hearing shall be sent to: 
 
  Secretary, New Mexico Environmental Improvement Board 
  1190 St. Francis Drive, Runnels Bldg. 
  P.O. Box 26110 
  Santa Fe, New Mexico  87502 
 
Unless a timely request for a hearing is made, the decision of the Department will be final.  If a 
timely request for hearing is made, the board will hold a hearing within sixty (60) days of receipt of 
the petition in accordance with the New Mexico Air Quality Control Act NMSA 1978 § 74-2-7 and 
20.2.70.403.A.3 NMAC. 
 
Any person who is adversely affected by an administrative action taken by the board pursuant to 
20.2.70.403.A NMAC may appeal to the Court of Appeals in accordance with New Mexico Air 
Quality Control Act NMSA 1978 § 74-2-9. Petitions for judicial review must be filed no later than 
thirty (30) days after the administrative action.  This condition is pursuant to 20.2.70.403.B NMAC 
and New Mexico Air Quality Control Act NMSA 1978 § 74-2-9. 
 

SUBMITTAL OF REPORTS AND CERTIFICATIONS 
 
Test protocols, excess emission forms, test reports, compliance certification reports, monitoring 
results and reports, emissions sampling and measurement data, monitoring activity reports, 
compliance schedule progress reports, and any other compliance status information required by this 
permit shall be certified by the responsible official and submitted to: 
 

Program Manager, Compliance & Enforcement Section 
New Mexico Environment Department 
Air Quality Bureau 
P.O. Box 26110 
Santa Fe, New Mexico  87502-0110 
 

In accordance with 20.2.70.302.E.3 NMAC, Compliance Certifications Reports shall be submitted to 
the Administrator at the address below: 

 
Chief, Air Enforcement Section 
US EPA Region-6, 6EN-AA 
1445 Ross Avenue, Suite 1200 
Dallas, TX 75202-2733 
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Questions about this permit should be referred to Joe Kimbrell of the Air Quality Bureau in Santa Fe 
at (505) 955-8026. 
 
Copies of the following documents can be downloaded from the NMED web site at URL 
http://www.nmenv.state.nm.us/aqb/permit/app_form.html for your convenience, or 
requested from the Bureau. 
 
Documents: 1) Excess Emission Form (for reporting deviations and emergencies) 

2) Compliance Certification Report Form 
3) Acronyms 
4) SOP for Stack Test Protocol 
5) SOP for Use of Portable Analyzers in Performance Tests  
6) SOP for Contents of Stack Test Reports 
7) Custom Fuel Monitoring Schedule Attachment A 
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APPENDIX A 
 

Table A.1:  APPLICABLE REQUIREMENTS FOR THIS FACILITY 
The permittee shall comply with all applicable sections of the requirements listed in the following 
table. 

Applicable Requirements Federally 
Enforceable 

Entire 
Facility 

Unit 
Nos. 

20.2.7 NMAC - Excess Emissions during Malfunction 
Startup, Shutdown and Maintenance X X  

20.2.22 NMAC - Fugitive Particulate Matter Emissions from 
Roads Within the Town of Hurley X X  

20.2.61.109 NMAC Control of Smoke and Visible Emissions X  F-2-1-1.4,    F-2-
1-1.5 

20.2.70 NMAC Operating Permits X X  

20.2.71 NMAC Operating Permit Emission Fees X X  

Air Quality Bureau Permit No: NSR Permits 0376M5R4, R3, 
R2, R1, M4, M3, M2; 0298M3 & M4R1, M4R2. X X  

20.2.73 NMAC Notice of Intent and Emissions Inventory 
Requirements X X  

40 CFR 50 National Ambient Air Quality Standards X X  

40 CFR 60, General Provisions, Subpart A X X  

40 CFR 60.48c, Subpart Dc, Standards of performance for 
Small Industrial-Commercial-Institutional Steam Generating 
Units 

X  F-2-1-1.5 

40 CFR 60.330, Subpart GG, Stationary Gas Turbines X  F-2-1-1.4 

40 CFR 60.380, Subpart LL, Standards of Performance for 
Metallic Mineral Processing Plants X  

(1) CV-01A, CV-
01B, PC-01, CTS-
01, CV-01C, SAG-
F1, LUS-01, LHS-
01, & PCB H-01 

40 CFR 61 General Provisions Subpart A, and Subpart M, 
National Emission Standards for Asbestos. X X  

40 CFR 82 Subpart F- Service, Maintenance and Repair of Air 
Conditioners X X  

(1) Applies to Ivanhoe Concentrator equipment only. Applies to the Molybdenum heater treater (electric 
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powered), PCB H-01 (Primary crusher and baghouse) and other units inclusively listed in the permit. 



Permit No: P066R1 Page: 23 of 23 
 
 

APPENDIX A 
Table A.2: The Department has determined that the following requirements identified in the 
permit application are not applicable requirements for this facility, or the requirement does not 
impose any conditions in this permit.  

Requirements identified in the Permit Application 
as applicable 

Not Applicable For 
This Facility (1) 

No Requirements 
(2) 

20.2.1 NMAC - General Provisions (Sampling 
Equipment, Severability, Effective Date, and 
Conflicts) 

 X 

20.2.2 NMAC Definitions  X 

20.2.5 NMAC Source Surveillance  X 

20.2.75 NMAC Permit Fees  X 

20.2.72 NMAC Permits  X 

(1) No existing or planned operation/activity at this facility triggers the applicability of these 
requirements. 

(2) Although these regulations may provide guidance, they do not impose any specific requirements 
on the operation of the facility as described in this permit. 
 
 


